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October 19, 2007 
 
 
 
Mr. Charlie Knight 
Plant Manager 
Burney Mountain Power 
Hwy 299 & Energy Drive 
Burney, CA 96013 
Phone No.: (530) 335-5434, Ext. 14 
Fax No.: (530) 335-5522 
 
Subject: 2007 Relative Accuracy Test Audit (RATA) Report 07097m 
 
Dear Mr. Knight: 
 
Enclosed please find four copies of the test report for the above-referenced project.  
As you requested, Mr. Jeff Hahn of Covanta has reviewed and approved the report 
on October 18.  Please forward one copy of the report to Mr. John Waldrop of the 
Shasta County Air Quality Management District by October 26, 2007.  Mr. 
Waldrop’s address is presented below: 

Mr. John Waldrop 
Senior Air Pollution Inspector 
Shasta County AQMD 
1855 Placer St, Suite 101 
Redding, CA 96001-1759 

 

Mr. Hahn requested that we perform a relative accuracy test audit (RATA) on the 
plant-calculated CO2 values during this test program.  As you are aware, the plant’s 
CEMS does not monitor CO2 concentrations; rather, these values are calculated based 
on the O2 concentrations (from the CEMS) and F-factors (refer to Section 2.1 of the 
report).  The CO2 RATA was performed by comparing the plant-calculated CO2 
concentrations with the CO2 concentrations that Avogadro monitored throughout the 
test intervals.  The relative accuracy of BMP’s calculated CO2 values was 0.61% 
(absolute difference), well within the performance specification of 1%.  The results of 
the RATA are presented in Table 1 and the supporting data are presented in the 
attachments. 












